Southern California Edison (SCE) has no indication or reason to believe that there are any inaccuracies or defects with information incorporated in this work and make no representations of any kind, including, but not limited to, the warranties of merchantability or fitness for a particular use, nor are any such warranties to be implied, with respect to the information or data, furnished herein. No part of this map may be reproduced or transmitted in any form or by any means, electronic or mechanical, including photocopying and recording system, except as expressly permitted in writing by SCE.

Figure 3.3-4. PIPE CULVERT INSTALLATION

Plane View:
- Grouted Rock Rip-Rap per SK-3C
- Exist. Ditch (Where Occurs)
- Exist. Collection Basin Clear Area Around Inlet & Install Grouted Rock Rip-Rap
- Natural Flow Line
- CMP

Section View:
- Usable Roadway
- 12'-0 Min. Usable Roadway
- Riprap Around Inlet to Bottom of Ditch See SK-3C (Similar)
- Pipe Bedding Compacted to 90%
- (See Section 3.15.3 of Construction Spec's)
- CMP

TYPICAL SECTION